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STA. 10 STA.
FED. ROAD DIST. M0. 1 [ILLINOIS [ FED. AID PROJECT

CONTRACT NO. 83908

PR
N

PROP. ¢ FRONT STREET|

7
e
yd /
STREET LIGHTING LEGEND AN d
\
LIGHTING CONTROLLER \ \ \
JUNCTION BOX STAINLESS STEEL. EMBEDDED IN STRUCTURE. o % % 4
1 X (SEE STRUCTURAL PLANS) 2 \
HANDHOLE N )
POLE. LIGHT TYPE 1 WITH LUMINAIRE., TYPE 1 C(INSTALL ONLY) » R ‘%
POLE. LIGHT TYPE 2 WITH LUMINAIRE, TYPE 2 (INSTALL ONLY) ) \ ”’%\
POLE, COMBINATION (SEE TRAFFIC SIGNAL PLANS) WITH LUMINAIRE. TYPE 2 (INSTALL ONLY) - %
ELECTRIC CABLE —— f—— PROP. ¢ WESTERN AVE. \ \ PROP. ¢ WESLEY STREET
CONDUIT PUSHED p \‘
CONDUIT TRENCHED T -
CONDUIT SPECIAL APPLICATION s POLE., LIGHT TYPE 2 P
CONDUIT IN PARAPET (SEE STRUCTURAL PLANS) PA LUMINAIRE. TYPE 2 7
7
PA
2" W/ 2-1/C #6
o

NOTES:
1. HANDHOLES TO BE INSTALLED IN MOMENT SLAB WILL BE COMPOSITE CONCRETE HANDHOLES

2. INSTALLATION OF HANDHOLES AND JUNCTION BOXES IN MOMENT SLAB AND PARAPET WALL IS
INCLUDED IN COST OF THE INDIVIDUAL ITEMS. NO ADDITIONAL COMPENSATION WILL BE

ALLOWED

3. CONTRACTOR SHALL COORDINATE WITH LIGHTING CONTROLLER MANUFACTURER TO ENSURE
CONTROLLER SUPPLIED MATCHES THE EXISTING SERVICE

WEST FRME_I I

4. CONDUIT FOR ELECTRIC SERVICE SHALL BE RIGID GALVANIZED STEEL Ip—

5. REFER TO STRUCTURAL PLANS FOR CONDUIT IN PARAPET DETAILS ’,1,, - —

6. SPECIAL CONDUIT INSTALLATION INVOLVES RUNNING CONDUIT FROM A JUNCTION BOX, - /___——r—-"E _
VERTICALLY BEHIND THE RETAINING WALL. TO A HANDHOLE IN THE GROUND BELOW. THIS PR - , -
WORK SHALL BE PAID FOR AS “CONDUIT BEHIND RETAINING WALL. 1X2", GALVANIZED STEEL” P

POLE. LIGHT TYPE 2
£ LUMINAIRE, TYPE 2
2" W/2-1/C #6

7. REFER TO GENERAL NOTES SHEET FOR ADDITIONAL NOTES & 1/C #8
PA___
2 W/ 2-1/C #6
& 1/C #8
%%7772 e s POLE. COMBINATION TYPE 1 bolE. COMBINATION TYPE 2
aa LUMINAIRE, TYPE 2 .
& 1/C #8 dveam C 2 Ba SEE TRAFFIC SIGNAL PLANS LUNINAIRE, TYPE 2
fwg{égs)aoéa i 1% i;VC #6 SER TRAFFIC SIGNAL PLANS
STRUCTURAL PLANS 2" W/2-1/C #6 2" W/ 2-1/C #6—44'-T 2" W/ 2-1/C #6_—15'-T
FOR INSTALLATION PROP. ¢ MANCHESTER ROAD & 1/C #8 & 1/C #8 2" W/ 2-1/C #6 & 1/C #8 27 W/ 2-1/C #6
DETAILS - E - , & 1/C #8 & 1/C #8
- i - b E 7 E 1
/ /
\ y
— 116 —_ — ar / — —ads . 44' =T W _ w2z
2" W/ 2-1/C #6
& 1/C #8
=
o
E £ 3 //
N—PA E E
2" W/ 2-1/C #6 PA PA__
2 1/C #8 27 W/ 2-1/C #% PA___ A 2" W/ 2-1/C #6
c & 1/C #8 27 W/ 2-1/C 2" W/ 2-1/C #6 & 1/C #8
POLE. LIGHT TYPE 1 #6 & 17C #8 & 1/C #8 150" =T
LUMINAIRE, TYPE 1 150° =T 2" W/ 2-1/C #4/0 PROP. Q BRIDGE STREET
(TYPICAL) 27 W/ 2-1/C #4/0 & 1/C #4 34'-T
25 s & 1/C #4 27 W/ 2-1/C #4/0
2" W/ 2-1/C #6 TRAFFIC SIGNAL & 1/C #4
2 1/C %8 CONTROLLER PROPOSED POLE
CONDUIT IN PARAPET 25°-s SEE TRAFFIC PLANS MOUNTED TRANSFORMER
(TYPICAL). SEE 2" W/ 2-1/C #6 LIGHTING
STRUCTURAL PLANS & 1/C #8 CONTROLLER POLE, COMBINATION TYPE 1
25T 100A. 120/240V. 1 PHASE LUgwgiEEicT;l‘;gNiL PLANS
27 W/ z-1/c % SE REVISTONS CITY OF WHEATON
197 -1 ~POLE. COMBINATION TYPE 1 NAME DATE
27 W/ 2-1/C #6 LUMINAIRE, TYPE 2 MANCHESTER ROAD / WESLEY STREET
& 1/C #8 SEE TRAFFIC SIGNAL PLANS OVER UNION PACIFIC RAILROAD
15’ -T 20 [ 20 40 60 80 100
27 W/ 2-1/C #4/0 SCALE IN FEET PROPOSED
& 1/C #4 LIGHTING LAYOUT
VERT.
SCALE: HORIZ. 1 = 30° DRAWN BY LT
DATE 6/4/2008 CHECKE‘D BY GH




